



























































Bank of America Security Regulations

Non-Regulated States

A minimum of ten (10) foot candle power at the face of the ATM or after-hour
depository extending outward five (5) feet in all unobstructed directions.

A minimum of one (1) foot candle power extending outwards in all unobstructed
directions fifty (50) feet from the face of the ATM and after-hour depository.

A minimum of one (1) foot candle power in defined parking areas within sixty (60)
feet of the ATM and after-hour depository. In the event the ATM or after-hour
depository is located within ten (10) feet of the corner of the building and is generally
accessible from the adjacent side, there shall be a minimum of one (1) foot candle
power along the first forty (40) unobstructed feet of the adjacent side of the building.
If the ATM or after-hour depository is located inside a accessible vestibule during
any hours of darkness, a minimum of 10 foot candle power at the face of the ATM or
after-hour depository extending outward five (5) feet in all unobstructed directions.
There will be a minimum of two (2) foot candle power at the inside of the vestibule
entry/exit door(s). A minimum of one (1) foot candle power extending outwards in
all unobstructed directions fifty (50) feet from the vestibule entry/exit door. A
minimum of one (1) foot candle power in defined parking areas within sixty (60) feet
of the vestibule entry/exit door. In the event the vestibule entry/exit door is located
within ten (10) feet of the corner of the building and is generally accessible from the
adjacent side, there shall be a minimum of one (1) foot candle power along the first
forty (40) unobstructed feet of the adjacent side of the building. In urban settings for
which there is no defined Bank parking and the only access area is a public sidewalk,
a minimum 1 foot candle power shall be for the first 5 unobstructed feet from the
door. The minimum foot candle reading will also be limited to Bank controlled
property lines.

A minimum of two (2) foot candle power in the immediate area of the designated
associate entrance/exit to the facility.

All lighting measurements are to be taken at 36 inches above the ground on a
horizontal plane, unless otherwise specified by state law or regulation (3/07).
Corporate Real Estate has overall responsibility of ensuring that bank properties
remains in compliance.
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